
DUCT SUPPORT STAND ~ FLAT ROOF

SANDIA NATIONAL LABORATORIES

FACILITIES ENGINEERINGCHECKED BY:

PREPARED BY:

DATE: REV:

STANDARD

SCALE:

DETAIL NO.:

ARCHITECTURAL

AE5026 

NONE    

1

DUCT

1

MAXIMUM SPACING BETWEEN 

DUCT SUPPORTS SHALL BE

1’’ WIDE x 16 GA.

SHEET METAL STRAP

2’’o STD. WT. PIPE

LEGS ~ TYP.

 1/4 ’’o BOLT ~

TYP. EA. SIDE

 1/8 
TYP.

18’’ UNLESS SPECIFIED OTHERWISE

BEARING ANGLE

L 2 1/2 ’’ x 2 1/2 ’’ x  3/16 ’’

BASE PLATE

PL  3/16 ’’ x 4’’ x 4’’ ~ TYP.

NOTE:

094176/A1     OLD FILE NAME:

FINISH ROOF

4-15-05 B

 SJREDD

 MBRITO

4’-0" O.C. UNLESS OTHERWISE

SPECIFIED. 


